H  soviEw
1:15

76
SPIGOT
LENGTH

330

UNIT HEIGHT

1768
BRACKET CENTRES
g O g g ve g g g Q|
o
) 3

1700

UNIT WIDTH
1806

O/ALL WIDTH

L .
)
ol . . . o
8|2
=
Z ' 8
. . . . _
. —
. O]
. . . . . o=
. . ) =
o] . S [N
- : : : - - - : : 5
—
) . . .
o) o
= 3
=
0|0
~ | o o o
23
a
&
a .o . <. {
o @ . . F
<
210 440
SPIGOT CENTRES
. P foe)
2 - | #
© )

DO NOT SCALE

IF IN DOUBT, ASK!

REVISIONS
REV. DESCRIPTION DATE
(@) FIRST ISSUE 10/11/22

MATERIAL:
GALVANIZED STEEL

FINISH
POWDER COATED RAL 9003 SIGNAL WHITE|

MASS WITHOUT PACKAGING
130kg

TOLERANCES EXCEPT WHERE OTHERWISE STATED

SZE (mm) TOLERANCE

XXX +0.01
over 0.5 up to 6 0.1
over 6 up to 100 +0.2
over 100 up to 500 +0.5
over 500 up to 1000 +0.8
over 1000 +1.2

DE-BURR ALL SHARP EDGES AND HOLES
ITEM MUST BE FREE FROM SCRATCHES, DENTS AND

OTHER BLEMISHES.

DIMENSIONS IN MILLIMETRES |
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BREATHING BUILDINGS RESERVE THE RIGHT TO CHANGE PRODUCT DESIGN WITHOUT PRIOR NOTIFICATION.

BREATHING BUILDINGS CONTINUOUSLY WORK TO IMPROVE OUR PRODUCTS. TO ENSURE UP TO DATE DRAWINGS, PLEASE CONTACT BREATHING BUILDINGS
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